NOTES:
1. ALL COPPER TUBING AND BRASS PIPE SHALL BE WRAPPED WITH TWO LAYERS OF SIX (6) MIL POLYETHYLENE AND BACKFITTED ALL AROUND WITH 4" MINIMUM OF SAND.

2. TEFLOM TAPE TO BE INSTALLED ON THREADS OF BRASS 90° ELBOW FOR CONNECTION INTO CAP.

LEGEND:
1. TEFLOM TAPE (SEE NOTE 2)
2. 2" BRASS PIPE (MALE x MALE), LENGTH AS REQUIRED
3. 2" 90° BRASS ELBOW (FEMALE x MALE)
4. 2" COPPER TUBING, LENGTH AS REQUIRED
5. 2" CORP STOP
6. 2" BLOW-OFF VALVE
7. TRAFFIC VALVE BOX
8. 2" CAP
9. EIGHT (8) MIL POLYETHYLENE (WRAP ENTIRE CAP)