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NOTES;
1. "ABCD' IN EQUIPMENT NUMBER REFERS T THE PHYSICAL
WATER PUMPING ZONE NUMBER.
STOPPED 2. NOTE TO ENGINEER — SEE SPECIFICATON SECTION 16222
,._—..T FOR APPLICATION OF MOTOR CAPACITORS.
4
ABCO ABCO ABCO 3. NOTE TO ENGINEER — LOCATE CAPACITORS AS CLOSE TO
\X 20NE ZONE ZONE MCC AS POSSIBLE.
et
PUNR PUMP PUMR 4. ALL PUSHBUTTONS, INDICATING LIGHTS. AND OPERATOR
201 202 202 INTERFACE MODULES SHALL BE LOCATED ON THE FRONT OF
METERING METERING WOTOR THE STARTER DOOR.
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TYPICAL SINGLE LINE DIAGRAM AND ELEVATION FOR 5kV
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